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The overall purpose of the program was to validate and
refine models that were developed in Phase I which related fire
control time to the variables fire area, agent application rate,
and agent properties. The models were based on the use of the

firefighting agent Aqueous Film Forming Foam (AFFF) which the
United States Air Force currently uses in response to aircraft

ground fires. In particular, the Air Force was interested in the
following types of fire configurations:

- One-dimensional fires, where the f.tre is limited to a
fixed area fuel spill on the gr:uod,

- One-dimensional crash fireý with obstructions and

heated objects within the fire,

- Three-dimensional crash fires, where fuel is continuously

fed from an elevated source into an obstructed fire.

Data for the various parameters and fire configurations noted,
was collected in a manner that greatly reduced the scatter common

to previous!y, published datn sets.

The analysis of data for the various fire configurations
resulted in a good correlation between the predictive models and

the actual events being studied.
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SECTION I

INTRODUCTION

A. OBJECTIVE

In responding to aircraft ground firos, the United States
Air Force presently uses Aqueous Film Forrning Foam (AFFF) as a
primary fire suppression and control agent.

The time to control or extinguish a fire with a specific
agent is a function of a number of variables such as the type of
fuel, the properties of the agent, the area of the fire, and the
extinguishant application rate. However, control time is also a
function of less definable variables such as the weather
conditions, the presence or absence of obstructions, and heated
metal components within the fire. For aircraft ground fires,
three fire configurations are of particular concern to the Air
Force:

- One-dimensional fires, where the fire is limited to a
fixed area fuel spill on the ground,

- One-dimensional crash fires with obstructions and heated
objects within the fire,

- Three--dimensional crash fires, where fuel is continuously
fed from an elevated source into an obstructed fire.

The overall objective of the program was to develop and
validate models which relaLed fire control time to the important
variables noted. During Phase I of the study, several models
were developed based upon theoretical considerations and data
found in the literature. To completely accomplish this goal,
however, there were zieveral specific additional objectives that
had to be met. These were:

1. Design und conduct a set of experimental methods
that minimized the prediction errors associated with
the derived expressions.

2. Determine the impact on fire suppression times of
various obstacles (simulated aircraft parts) that
were placed in the pool fir-o.

3. Determine the effect an control time of a two-
dimensionQl expanding pool fire with a continuous
fuel source.

l¶



4. Determine the effect on control time of a three-

dimensional pool fire with a continuous fuel flow

from a simulated aircraft wing i.e., a pool fire under

an aircraft with a "continuous" fuel source from the

tanks.

5. Determine if derived predictive expressions developed

from small- and medium-scale fires could bo applied

toward large-scale fires.

B. BACKGROUND

During Phase I of a study to examine these issues, Tracer

Technologies searched over 130 articles and reports to: (1)

determine if prior models of fire suppression had been developed

and (2) to compile data from which to derive a theoretically

based, empirically validated model of pool fire suppression.

In Phase I two applicable fire/extinguishant combinations

were modeled. These combinations were:

- Aircraft fuel spill fire without the presence of

obstacles using AFFF, and

- Aircraft fuel spill fire with obstacles using AFFF.

The study used data from small- and medium-scale fire

extinguishment tests to develop fire control models for the two

configurations. Theoretical considerutions were used as a basis

for much of the analysis. Statistical approaches (regression

analysis) were used to develop the final relationsnips. The

result was an analytical expression for determining the time to

control (or total quantity of AFFF needed) as a function of the

foam flow rate per unit area, and the area of the fire.

The model derived in Phase I was

t - k (A 2 / 7 / F 4 / 7 )

where t - Control Time (sec)
A - Pool Area (ft 2 )

k - Emperically Derived Constant

F = Foam Application Rate (gpm/ft 2 )

The Phase 1 results indicated that there was a basis for a

fire-suppression model but there was a significant amount of

scatter in the data. This was felt to be due to the inconsistent

manner in which control times were measured by the many different

investigators (198 data sets were used). In order to assure that

2



the models could be applied with a reasonable certainty, it was
determined that a set of data should be obtained which was
consistent in terms of measurement technique and definition of

parameters.

C. SCOPE

To eliminate the inconsistencies found in previously

published data sets, data obtained under tightly controlled

conditions was used to validate and refine the model developed in
Phase I. To do this, a method to determine, in a consistent
manner, the point at which a fire was controlled during the
suppression effort was needed. This was accomplished through the
use of radiometers which were capable of directly measuring the
heat flux of the fire during each test. Using these measurements
and defining a controlled fire as having 10 percent of the
maximum heat flux of the uncontrolled fire, the control time was
consistawntly determined. Scatter from data obtained in this
manner was expected to be significantly smaller when compared to
that associated with the widely published data used in Phase I.

Additionally, it was felt that further theoretical and
experimental studies should be initiated to extend the predictive
model to include obstacles present in fires. This data was
obtained by placing various types of obstacles in the pool fires
and observing their effects on control time. Three basic types
of obstacles were included in the studies: (1) obstacles that did
not have foam suppression blocking or thermal mass
characteristics, (2) obstacles that were capable of blocking
suppression efforts but hod no thermal mass, (3) obstacles that
hoc both suppression blocking and thermal mass properties.

in order to address the third and fourth objectives noted,

data was collected to include the effects on control time of two-
and three-dimansional continuous fuel source fires. A continuous
fuel source fire was defined as being a fire that has a
continuous source of fuel and was, therefore, unable to extinguish
itself by consuming all of its fuel supply. The two-dimensional
fire consisted of an expanding pool fire with the continuous fuel
source at the pool center. The three-dimensional pool fire was
configured such that fuel flowed continuously from an elevated
source (simulated aircraft wing) and formed an expanding pool at
the base of the simulated aircraft part.



To answer the fifth and final objective, data was collected

over a range of pool sizes (100 ft 2 to 4418 ft 2 ). This assumed
that the model developed was capable of predicting control times
over a large range of fire sizes.

Upon completion of the experimental portion of the study,

the models were modified and extended from those initially
established in Phase I to specifically address the objectives

outlined. Significant improvements in the errors associated with
application of the models was achieved.

4



SECTION II

TASK DESCRIPTION

A series of experiments was designed to examine the
relationship between control time, foam application rate, and

fire area. A number of fuel and foam physical parameters had
been included in the original development of the model and

produced only second-order effects in the control time. The

effect of wind speed on control time was examined during Phase
II. It was found it also produced a second-order effect as long
as foam throw distance was not significantly reduced. Once these
relationships were known, further tests were conducted to examine

what effects simulated aircraft parts in the fire had on control
time. A series of experiments was also conducted with two-
dimensional and three-dimensional fires to see how well the
refined Phase I model applied to these scenarios.

Experimentation was broken down into seven tasks outlined in
Table 1. In Tasks 1, 2,and 7, burn rate, control time, foam
application rate, pool area data, and foam parameter data, were
gathered so that the model could be validated and refined. In
Tasks 3, 4, and 5 the effects of various types of simulated

aircraft parts on control time were examined. In Task 6, tWo-
and threc-dimensional fires on control time were examined to see
if the basic model could be applied to these types of fires.

Each task will be described in detail in the following

paragraphs.

5



TABLE 1. PHASE II TASK DESCRIPTION MATRIX

TASK # TASK DESCRIPTION TOTAL TESTS
CONDUCTED

1 Investigate Foam Parameters
Burn Rate Tests 18

2 Model Validation-Area/Application Rate
Burn Rate Tests 15

3 Effects of Simulated Aircraft Ports 21

4 Model Validation-Slmulated Aircraft Parts 22

5 Model. Validation-Simulated Airt.raft Parts 8

6A Two-Dimensional-Model Developn.,nt 13

68 Three-Dimensional-Model Development 19

7 Testing With Full-Scale Fires 3
mm*fl 0mmm~w = S -mm----mm --mm -mmm -•-------- m-... a ... -- - m--m



A. TASK 1

The objective of Task 1 was to examine the relationship of
various foam application rates on control time while holding the
pool area constant at 100 ft 2 . Before beginning these tests,
experimental burns were conducted to determine accurate burn
rates for the pool configurations used. The burnoff rate was
required to accurately predict the amount of fuel to be used in
each test to avoid premature fire extinguishment due to a lock of
fuel. The variou5 foam application rates used in each ot the
tasks were expressed in the units of gallons per minute per
square foot of pool area (gal/ft 2 -min), Table 2 outlines the
parameters of the various tests that were accomplished in Task

TABLE 2. TASK 1 TEST MATRIX

TASK # TEST # POOL AREA FOAM APPLICATION
(ft 2 ) (gal/ft 2 -min)

aMonowu .. noon *fW" . .. .. am U.0a M.OS . ... U -

1 1 100.00 burnrate
1 2 100.00 burnrate
1 3 100.00 0.0250
1 4 100.00 0.0500
1 5 100.00 0.1000
1 6 100.00 0.1500
1 7 100.00 0.2000
1 8 100.00 0.0250
1 9 100.00 0.0500
1 10 100.00 0.1000
1 11 100.00 0.1500
1 12 100.00 0.2000
1 13 100.00 0.0375
1 14 100.00 0.0310
1 '15 100.00 0.0375
1 16 100.00 0.0310
1 17 100.00 0.0250
1 18 100.00 0.0250

.~mnm--------- .m. -m.. .. ..........mm..m....m .......
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B. TASK 2

The objective of Task 2 was to investigate the relationship
between pool area and control time while keeping the foam
application rate to pool area ratio constant. Also, a two-point
rather than a single-point attack was used for certain tests to
determine if this affected control time. Table 3 summarizes the
various foam flow rates and pool areas uied in Task 2 testing.

TABLE 3. TASK 2 TEST MATRIX

TASK # TEST # POOL AREA FOAM APPLICATION ATTACK
(ft 2 ) (gal/ft 2 -min) POINTS

2 1 300.00 burnrate
2 2 500.00 0.100 1
2 3 300.00 0.100 1
2 4 300.00 0.100 2
2 5 300.00 0.100 2
2 6 600.00 0.100 1
2 7 600.00 0.100 2
2 a 600.00 0.050 1
2 9 300.00 0.050 1
2 10 300.00 0.025 1
2 11 600.00 burnrate -
2 12 600.00 0.050 1
2 13 600.00 0.050 1
2 14 300.00 0.050 2
2 15 300.00 0.025 2

i i !=S .= l..mI .. . ... .. . ........ . .. m -a--- -- -



C. TASK 3

Task 3 was conducted to determine the area effects of
simulated aircraft parts present within a pool fire, without
considering the effects of their blocking of fire suppression
efforts or of their thermal masses. This task was accomplished by
placing a thin circular ring in the center of the pool before
fuel application. This ring was tall enough to block fuel from
entering the center Of the pool but not so tall as to impede foam
application. The experiment, thus, consists cf two concentric
rings, with the fire burning in the annulus and a nonflammable
area at the center of the pool ( See Section IV). The maximum
size of the internal ring for a given outer ring size was
constrained by restricting the difference in radii batween the
two rings to the thickness that renders the fire optically thick
(See Section V). The ratio of inner to outer areas ra:.ged from 5
percent to 50 percent. Table 4 outlines the experiments
conducted.

TABLE 4. TASK 3 TEST MATRIX

TASK # TEST # OUTER AREA INNER AREA FOAM APPLICATION
(ft 2 ) (ft 2 ) (gol/ft 2 -min)

...... - -- ------- --.at.. . =~.. .... ..----- U. .. . .. .

3 1 150.00 15.0 0.1000
5 2 300.00 15.0 0.0500
3 3 '150.00 50.0 0.1000
3 4 300.00 50.0 0.0500
3 5 600.00 50.0 0.0500
3 6 300.00 150.0 0.0500
3 7 600.00 150.0 0.0375
3 8 150.00 15.0 0.2000
3 9 300.00 15.0 0.1500
3 10 150.00 50.0 0.2000

3 11 300.00 50.0 0.1250
3 12 600.00 50.0 0.1500
3 13 300.00 150,0 0.1000
3 14 600.00 150.0 0.1000
5 15 300.00 50.0 0.0500
3 16 300.00 15.0 0.0500
3 17 300.00 150.0 0.0500
3 18 150.00 15.0 0.2000
3 19 300.00 50.0 0.0500
3 20 300.00 100.0 0.0500
3 21 100.00 000.0 0.1500

............. U .... -- U a........--............. -......
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0. TASK 4

Task 4 consisted of an investigation of the relationship
between control time, pool area, and foam application rate with
obstacles capable of blocking suppression efforts placed within
the pool area. The obstacles, placed in the center of the pool,
were circular metal arcs of varying radius (See Section IV).
With the exception of a 1000 ft 2 fire, the application rates,
pool areas and suppressor locations in this task, were identical
to those found in Task 3 testing. This allows a direct
comparison of the two tasks. An Air Force P-4 Fire Truck was
used to suppress the 1000 ft 2 -fire in this task. The results of
this test were compared with the Task 2, Test 11 results to
determine obstacle effects involved with the use of a Fire Truck.
The various test parameters of Task 4 are outlined in Table 5.

TABLE 5. TASK 4 TEST MATRIX

TASK 0 TEST # OUTER AREA INNER RADIUS FOAM APPLICATION
(ft 2 ) (ft 2 ) (gal/ft2-min)

S . . . . ...a m a m .Wa m m mm;;T;;~ .. . .. .. .. . . ...... f.........
4 1 150.00 2.18 0.100
4 2 300.00 2.18 0.050
4 3 150.00 3.99 0.100

9.V -j V Wg i ... .

4 5 600.00 3.99 0.050
4 6 300.00 6.91 0.050
4 7 600.00 6.91 0.050
4 8 150.00 2.18 0.200
4 9 300.00 2.18 0.150
4 10 150.00 3.99 0.200
4 11 300.00 3.99 0.150
4 12 600.00 3.99 0.150
4 13 330.00 6.91 0.150
4 14 600.00 6.91 0.150
4 15 1000.00 6.91 0.10
4 16 600.00 6.91 0.200
4 17 600.00 3.99 0.150
4 18 600.00 2.18 0.050
4 19 300.00 2.18 0.050
4 20 600.00 0.00 0.100
4 21 1000.00 0.00 0.150
4 22 300.00 0.00 0.050

* ....fn. . .... M ............ * ..................mn- -- --nm
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E. TASK 5

The objective of Task 5 was to study the effect of the
presence ,')V art obstacle of significant thermal mass on the
effectiveaass of AFFF in controlling a JP-4 fire and preventing
its reignition. The object, which was the same configuration as
the obstacles found in Task 4, would be constructed from either a
mild steel or aluminum material of varying thicknesses and would
absorb and retain sensible heat during a preburn and a portion of
the suppression period (See Section V). During suppression, the
surface of the object would cool down as foam was applied to the
surface. The surface temperature, however, could rise again
above the ignition temperature of the fuel ofter the fire had
been controlled or extinguished due to heat transfer from the
interior of the object to its surface. Thus, fuel vapor could
reignite. Table 6 outlines the tests conducted in this task.
The pool area of all Task 5 tests was held constant at 150 ft 2 .
To determine the effect of the thermally thick object on fire
control time, the data was compared directly to that of the 150
ft 2 tests of Task 4.

To monitor the temperature of the obstacle during the test,
thermocouples were placed on its surface and interior.
Thermocouple data acquisition is discussed in Section III while
test configuration and thermocouple placement is detailed it
Section V.

TABLE 6. TASK 5 TEST MATRIX

TASK # TEST I FOAM APPLICATION THICKNESS PREBURN OBSTACLE
(gal/ft 2 -min) (in) (sec) MATERIAL

nWWsM s=mu==m ml rmflfimmmnuuuwu•smmiiWau Uinmlm nnum

5 1 .05 1/4 120 Steel
5 2 .15 1/4 120 Steel
5 3 .05 1/2 60 Steel
5 4 .15 1/2 60 Steel
5 5 .05 1/2 120 Steel
5 6 .15 1/2 120 Steel
5 7 .05 1/4 120 Aluminum
5 8 .15 1/4 120 Aluminum
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F. TASK 6

Task 6 was used to examine the applicability of the

developed model on two- and three-dimensional fires. A two-

dimensional fire is defined as 'one with on expanding radius due

to the presence of a fuel source. A three-dimensional fire

implies fuel flowing in the vertical dimension, as well as

expanding horizontally.

1, Task 6A

The two-dimensional fire was achieved by allowing fuel

to spread radially over a horizontal surface. The fuel source

was located at the pool center at ground level. Following

ignition, the pool would continue to expand until the rate at

which the fuel is consumed is equal to the input fuel rate.

Section V discusses the methods used to determine the this

equilibrium pool area. Control was attempted when the steady-

state condition was achieved. The rate of foam application, the

fuel flow rate, and the preburn time were varied to determine

thier respective effects on control time. Control was not

considered possible if it was not achieved before the burning

pool reached the slob edge. Table 7 outlines the various test

parameters found in Task 6A testing. A description of the Task

6A test configuration is found in Section IV.

TABLE 7. TASK 6A TEST MATRIX

TASK # TEST # FOAM APPLICATION FUEL FLOW PREBURN
(gal/ft 2 -min) (gal/min) (sec)

=aaflf flwufl.m, ma.f lfammlmalb mmm.flfl

&A 1 0.15 5 30

6A 2 0.15 10 120

6A 3 0.05 15 30

6A 4 0.05 15 30

GA 5 0.15 15 30

6A 6 0.25 15 60

6A 7 0.30 15 90

6A 8 0.20 10 90

6A 9 0.05 15 90

6A 10 0.05 15 30

6A 11 0.25 15 90

6A 12 0.15 5 30

6A 13 0.10 15 30
Si- * * S - - * l555**lgii a = * i i------------..............
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2. Task 60

The three-dimensional fire was achieved when fuel was
allowed to flow down and off of the sides of an inclined ramp and
spread radially on a flat horizontal surface at the bottom of the
ruimp. As in Task 6A, the burning fuel will continue to expand
until the rate at. which fuel is burned will equal to the input
flow rate. Suppression began once this equilibrium was achieved.
In Section IV, the test configuration and the methods that were
used to determine the equilibrium pool area ore discussed. Table
3 outlines the various testing conducted in this Task.

TABLE 8. TASK 6B TEST MATRIX

TASK # TEST # FOAM APPLICATION FUEL FLOW PREBURN
(gal/ft 2 -min) (gal/min) (sec)

66 1 1.618 5 50
68 2 0.746 15 30
6B 3 0.722 15 30
6B 4 0.677 15 90
6B 5 0.707 15 120
6B 6 0.692 15 60
6B 7 1.131 10 30
6B 8 0.737 15 150
68 9 0.760 15 60
6B 10 0.932 10 30
6B 11 1).645 5 30
6B 12 0.517 10 30
6B 13 0.446 15 30
6B 1Lk 0.421 15 30
60 15 0.967 15 30
6B 16 0.414 15 90
68 17 0.704 15 90
6B 18 1.055 15 90
66 19 0.683 10 50
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G. TASK 7.

The object of Task 7 was to determine if the model,
developed using data for relatively small fires, was applicable
to larger configurations. The pool area utilized was 4418 ft 2

and suppression was achieved using an Air Force P-19 Fire Truck.
A summQry of the Task 7 tests is shown in Table 9.

TABLE 9. TASK 7 TEST MATRIX

TASK # TEST # POOL AREA FOAM APPLICATION
(ft 2 ) (gal/ft 2 -min)

Sumswon -am m-em-m-- . .. moms....nftn......

7 1 4418 0.05
7 2 4418 0.10
7 3 4418 0.20

14



SECTION III

DATA COLLECTION SYSTEM

This section describes the instrumentation and methodology

used in collecting the relevant data. Tme relevant data collected

for these tests included that associated with meteorological

conditions, AFFF application rote and properties, fuel consumed,

the relative radiant flux of the flame over time, temperature of

the obstacles, videotape of each experiment, and visual

observations during each test.

A. INSTRUMENTATION

1. Radiometers

Much of the uncertainty in previous suppression data

arose from tie methods used to determine the point of fire
control. A few of the experiments used radiometers while most
visually determined the point at which the fire was controlled.
A method as subjective as visually determining control times
will not be consistent from test to test. To reduce this

error, we measured the radiant flux from the fire at several
locations around its perimeter. After stecldy-state was reached,

suppression was initiated. When the radient flux reached a level
that was 10 percent of' the recorded maximum steady-state value,

the fire was considered under control.

The radiant flux was measured, using four radiometers.
The radiometers, manufactured by Medtherm, each had a 150 degree
angle of view. The radiometers were calibrated to yield
approximately 0.25 BTU/ft2-sec per millivolt.

Because the radiometer signal varies linearly with the
heat flux of the fire, placement of the radiometers in relation
to the fire is crucial. The radiometers had to be placed close
enough to the fire to yield reasonable signals, yet far enough
away so that they would not burn. Attempts were also made to

spread the radiometers as far apart as possible, under these
constraints, to remove questions about measurement relative to
the fire and suppression points of attack. This assumed that
radiometer signals were indicative of the heat flux at different
points around the fire and independent of each other. By

comparing the signals, it was possible to more consisterntly
estimate control time.

15



2. Thermocouples

In Task 5, barriers with thermal mass were placed in

the fires as obstacles to determine whether thermally thick

objects would reignite a pool of foam-covered JP-4.

Thermocouples were placed on and in the barrier to monitor the

temperature distribution of the barrier during heating and

cooling. The locations of the various thermocouples are shown

in Figure 8. The thermocouples were Type K thermocouples rated

to 2000 degrees Centigrade.

B. DATA ACQUISITION

1. Radiometer Flux Data

The radiometer signals were sampled at a sufficiently

rapid rate to obtain an accurate measure of control time. A

sample rate of 2 HZ was determined to be appropriate. With a

sampling rate of 2 HZ and an average test duration of 2 minutes,

960 data records were recorded for each test. To reduce data

collection problems and to speed up analysis, data from the

radiometers was collected on both a microcomputer and a strip-

chart recorder via a Metrabyte Dash 8 data-logger. The digital

data was stored on both floppy disks and computer hard drive.

This enabled quick easy access to the data during testing. A

diagram of the radiometer data collection system is shown in

Figure 1. During each test, a real-time graph of the radiometer

signals was charted on the computer monitor. A sample graph is

shown in Figure 2.

2. AFFF Measurements

The AFFF was 3 percent concentrate, manufactured to

military specification by the ANSUL company. Refractometer

readings were taken after each truckload of the 3 percent

solution was made. Measurements of expansion ratios and drainage

times were conducted for each solution and each time o different

application nozzle was used.

The foam samples analyzed were collected by spraying

the foam into a collector for AFFF. This specialized apparatus

collects the foam sprayed from the nozzle and lets it drain into

a graduated cylinder. The rate at which the liquid drops out

16
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Figure 1.Data Capture Configuration
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Radiometer 1 Output

Begin Suppression

1.79
1.67

M 1.55
1.44
1.32 ,,

I 1.20
I 1.09

0.97

v 0.85
0.73

0 0.62
I 0.50
t 0.38
s 0.26

0.15
0.03 --

1 64 126 189
Time (sec)

Radiometer 2 Output

Begin Suppression

M I IA/1.11
M 1.03

0.870 .80
0.72

i 0.64
v 0.56

0.48
0 0.40

0.32
t 0.24

0.16
0.09
0.01

1 64 126 189
Time (sec)

Figure 2. Task 7, Test 2 Radiometer Outputs
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Radiometer 3 Output
Begin Suppression

1.86
M 1.73

1.61
1.48
1.36

v 0.98

0.86
0.61

t 0.48
s 0.35

0.23
0.10a

1 64 126 189
Time (sec)

Radiometer 4 Output
Begin Suppression

0.238
0.219
0.201 I
0.13

0.126
0.107

v 0.088
0 0.051 I

0.032
t .0.013 .. 1
S -0.005

-0,024 jJ4fLA 1

1004 64 126 189
Time (sec)

Figure 2. Task 7, Test 2 Radiometer Outputs (Concluded)
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from the foam mass is called the droinage rate, which is a direct
indication of degree and stability and the viscosity of the foam.
A single value used to express the relative drainage times of
different foams is the 25 percent drainage time; this is the time
thct it takes for 25 percent of the total liquid contained in the
foam in the graduated cylinders to drain out, After the sample
was collected in the graduated cylinder, a stopwatch was used to
note the time at which the liquid level was visible at 25 percent
of the volume of the cylinder.

After the drainage time was determined, the graduated
cylinder was weighed twice; once with the foam sample and once
with it completely empty. The expansion of the foam, or the
expansion ratio was then calculated with the following equation;

Expansion - 1400 rft /(full weight of graduated cylinder minus
empty weight (grams))

These measurements are in accordance with National Fire
Protection Association (NFPA) procedures.

Foam application rates were measured with in-line
liquid flowmeters and readings were taken during foam
applicction. The amount nf fonm usedi 4n each test was recorded
with a totalizer as an alternative method to measure the
application rate.

For tests conducted using trucks, the application rate
was determined by:(1) measuring the volume of foam in the truck
before and after each test and (2) through the water pump rated
capacity of the truck.

3. Meteorological Data

direction which were both measured with hand-held anemometers.
Readings were taken before and after each test burn
(approximately 2 minutes apart) and the reported data is an
overage of the separate readings.

4. Fuel Flow Rates

I-or Task 6, fuel was continuously fed into the pool.
The flow rates were measured with a flowmeter and a totalizer was
used to double-check the flowmoter readings. For Tasks

1, 2, 3, 4, 5, and 7 the amounts of fuel used for each test were
measured with a totalizer.
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5. Thermocouple Data

The six thermocouple readings monitored in Task 5 were

sampled at a rate of 2 Hz through a Hewlett-Packard data logger.

The thermocouple data was printed in real-time and was stored on

floppy l'eks for future use. The time of suppression initiation

was marked in the data files as the tests took place to
facilitate data interpretgion.

6. Test Chronicles

All tests were rocorded on videotape for future
reference. Data sheets were used to record the data. In addition

to the previously mentioned data, additional data were recorded.
"rhe radiometer locations were noted and sketched for each test
and visually determined control times were recorded with a

stopwatch.
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SECTION IV

TEST PROCEDURES AND METHODS

A. EXPERIMENT TEAM

To maximize the probability of achieving the Phase II

objectives, the expertise of the Phase I technical team was

combined with that of the New Mexico Engineering Research

Institute (NMERI) to design and conduct the experimental program

at Tyndall AFB, Panama City, Florida. The use of this team

assured continuity with the Phase I program and added the

technical expertise of NMERI associated with designing and

conducting fire suppression experimental programs.

B. TEST CONFIGURATION

All tests were conduited nt two fire nits. of 1200 ft 2 and

4418 ft 2 areas, located at the fire training facility at Tyndall

AFB, Florida. As Figure 3 illustrates, the 1200 ft 2 pool has the

shape of a shallow inverted cone and allows tests of all surface

areas up to the 1200 ft 2 area to be conducted. Testing for Tasks

1 through 6 took place in this 1200 ft 2 pool. The Task 7 testing

took place in a 4418 ft2 pool.

In Tasks 1, 2, 3, 4, 5 thin steel rings were used to

contain the pools. Each of these rings was measured before

testing to verify the areas that they contained. In Task 7 sand

Was used to contndin the pool. Water adn d eda uantil the wate-r

line reached the outlining ring. Fuel was then added until there

was an approximately half-inch thick layer floating on the

underlying water.

In Task 6, a mixture of sand and water was used to level off

the pool area. The water was added so the fuel would not seep

through the sand but would flow laterally across the surface.

The pool areas of Task 6 were harder to determine, since they

were continuous-source fires which resulted in pools that

expanded until the growth rate of the pool war equal to the fuel

burn-rate. A liquid spill model was developed to calculate the

equilibrium pool area (See Section V). Visual estimates of the

equilibrium pool area were recorded to verify the results of the

model.
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The following paragraphs detail the test configuration for
each task.

1. Task 1, 2, and 7 Test Configuration

The common factor between tests of Task 1, 2, and 7 is
that the pool fires did not contain any simulated aircraft parts
as did Tasks 3, 4, 5, and 6. The pool areas of Task 1 and Task 7
were held constant at 100 ft 2 and 4418 ft 2 , respectively. The
pool area of Task 2 was either 300 ft2 or 600 ft 2 . Figure 4
illustrates the general test configuration of these three tasks.

2. Task 5 Test Configuration

As detailed in Section II, a thin metal ring was placed
in the center of the pool before fuel application. This ring
prevented fuel from entering the center of the pool. The result
of this configuration was a pool fire in the annulus formed by
the two rings and a nonflammable area at the pool center. Figura
5 details the general Task 3 test configuration. The inner areas
were determined such that the minimum fire area is not less than
100 ft2  and the ratio of inner to outer areas ranges from 5
percent to 50 percent.

3. Task 4 Test Configuration

The Task 4 test configuration included on obstacle that
could block suppressioi efforts to certain areas of the pool fire
(See Section II). This obstacle consisted of a circular metal arc
whose radius was smaller than the fire perimeter and tall enough
to impede suppression efforts. The positions of the fire
suppressors were fixed at 45 degrees on either side of the fire
axis, parallel to the wind direction and upwind of the fire.
Table 5 sumnuarizes the pool areas and obstacle sizes that were
used in Task 4. Figure 6 illustrates the general test
configuration.

4. Task 5 Test Configuration

The test configuration of Task 5 is simular to that of
Task 4, except that, in addition to having an obstacle with
suppression blocking abilities, as in Task 4, the obstacle will
also have a high thermal moss. The test configuration
illustrated in Figure 7 shows that the fire size is limited to
150 ft 2  and the object in the shape o? a 4-foot radius half
circle. The obstacle was constructed from aluminum or a mild
steel. Two thicknesses were used for the steel slab, 1/4- and
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1/2-inch, while the aluminum slab used only a 1/4-inch thickness.

The various obstacle parameters are sumniarized in Table 6.

As discussed in Section II, the obstacle temperature

was monitored with thermocouples throughout each test. These

thermocouples were grouped into two sets, with three

thermocouples being in each set. The first set was placed near
the top of the obstacle with a thermocouple being placed at the

midpoint of each face and the third thermocouple placed in the
interior of the obstacle. The second set was placed near the

bottom of the obstacle, slightly above pool level, in a

configuration identical to that of the first set. Figure 8
illustrates the thermocouple positions on the Obstacle.

5. Task 6 Test Configuration

The object of Task 6A testing was to study the effects
on control time of a two-dimensional fire. This two-dimensional
fire was achieved by allowing fuel to spread radially over a

horizontal surface. This horizontal surface consisted of a
packed, water-saturated cloy. This effectively simulated a spill
on smooth concrete, while avoiding the spalling, cracking, and
other environmental problems associated with concrete. A
continuous fuel source was located at the pool center at ground
level, Following ignition, the pool continues to expand until
the rate at which the fuel is consumed is equal to the input fuel
rate, thus, making pool area a function of fuel flow rote and burn
rate (See Section V). Control was attempted when the steady
state-condition was achieved. The general Task 6A test
configuration is illustrated in Figure 9. Table 7 outlines the
various test parameters found in Task 6A testing.

6. Task 6B Test Configuration

rt determine the applicability of the model to three-
dimensional pool fire configurations, an inclined plate was
installed in the pit used for Task 6A. In Figure 10, the
configuration of the test can be seen where the steel plate, 10
feet long and 3 feet wide, raised 5 feet at one end, was used as

a simulation for an inclined aircraft wing. Fuel flowed from a
continous fuel source at the top of the ramp. There was no lip
on the plate, allowing fuel to spill over the sides, as well as
down the plate. As in tho Task 6A configuration, the pool area
depends on the fuel flow rate and the burn rate (See Section V).
The various test parameters for Task 6B are outlined in T ble 8.
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C. TEST PROCEDURE

The following set of procedures was followed for each test
burn.

1. The pool was either filled with a predetermined amount
of JP-4 fuel (simple pool fire), or the fuel flow
initiated (continuous source fires).

2. Recording was initiated for the appropriate instruments
and the pool was ignited.

3. The fuel was burned for an empirically determined
preburn time.

4. Fire suppression was started.

5. After the fire was extinguished, the pit was reignited

to burn off the remaining fuel and foam.

6. The fire pit was prepared for the next teat

sequence.

D. FIREFIGHTING PROCEDURE

All fires were ignited and suppressed by NMERI personnel
trained in Air Force firefighting methods. The firefighters
fought the fires as they would for an actual emergency fire. For
each of the tests, they approached the tests from the upwind
side. For two-person tests, each firefighter approached the fire
at a 45 degree angle. In the tests where halidlines were used,
the handlines were connected to a premix solution tank in an
Oshknoh modea P-4 fire truck. The 4 different tvoes of nozzles
used on these handlines were the following:

1. Akron 1710 Turbojet
2. TFT Ultimatic 125
3. FEECON Cobra
4. Western Fire Forester

The nozzles were chosen for a fire bused on the solution
flow rate needed.

For the fires In Task 7 and one of the fires in Task 2, the
turrets on the fire trucks were used to exttnguish the fires.
The Task 71 fires were fought with an Oshkosh P-19 fire truck

using a FEECON bumper turret and an Akron spinning--tooth roof
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turret. The first two fires of Task 7 were fougt't ksing trio roof
turret of the P-19. The third fire in Task 7 was fought with
the P-19 using both the bumper and roof turrets for suppression.
The fire in Task 2 was fought using the bumper turret on the P-4
fire truck.

Before every test. permission to burn was obtained from the
control tower and the fire deportment. A safety officer wao;
established to ensure that all safety rules concerning
construction, the test site, and the fires were enforced.
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SECTION V

THEORETICAL
CONSIDERATIONS

This section reviews the derivation •f the Phase 1 model

and discusses the theory for the thermal mass tests of Task 5 and

the derivation of a fuel-spread model for Task 6A.

A, PHASE I SUMMARY

The Phase 1 model was based on a theoretical expression for

the spread of a high-viscosity fluid on a viscous (or solid)

fluid surface. It was assumed that coverage of the fuel area by

foam resulted in fire extinguishment. This model was originally

developed to describe the spread of a high-viscosity liquid

spilled instaneously over a liquid with relatively lower
viscosity. There were three spread regions:

1. The Inertia Region: Where gravitational and inertial

forces dominate.

2. The Viscous Region: Where gravitational and viscous

forces govern the spread of the liquid.

3. The Surface Tension Region: Where gravitational and

surface tension forces dominate.

The radial spread in each region is given by the following

relations:

Gravity-Inertia

r - 1.14 * (G * Q) * T (1)

Gravity-Viscous

r - 0.98 * (G - Q / V) * T (2)

Viscous-Surface Tension

r - 1.6 * (rho / (u * pw)) 1 1 2 *T 3 / (T)

55



where T = control or extinguishment time
a - effective gravity (ft/sec2 )

- g ( 1 - pl/pw)
g gravitational acceleration (32.2 ft/sec2 )
p1 density of the spreading liquid (lb/ft 2 )

pw density of underlying liquid (lb/ft 3 )
v kinematic viscosity of underlying fluid (ft 2 /sec)

Q total volume spilled (ft 3 )
rho - surface tension (lb/sec)
uw - viscosity of underlying fluid

By lumping all physical properties of the spreading and
underlying liquids in Equations (1) - (3), substituting for 0 the
expression T"AT where A - area and r - (A/pi)1/ 2 , the following
equation relating the total time, Tc, for foam spread (and thus,
the control of the fire) to T" and A can be derived

Tc - kI AM 3  + k2 AiL. + k3 A2 / 3

T"1/3 T"4/7

where k1, k2, and k3 are constants.

The firvst te•r, decýribea the iiiitiol Sprecd of the liquid
due to its inertial force overcoming gravitational forces. This
term Is not expected to be significant for the case of foam
application from a turret or a nozzle. The last term
describes the spread of liquid when a very thin molecular
layer is left so that surface tension becomes important. This
flow regime is probably not significant for the spread of foams
on water. Therefore, foam spread may be modeled using only
the second term of the last equation.

A statistical analysis on the equation t = k(A 2 / 7 /F4/ 7 ) in

Phase I determined that the coefricient k was O.t;. for non-
obstacled fires and 0.518 for fires with obstacles present. The
correlation coefficients, which are a measure of how well the
data fits the model, were 0.774 and 0.760, respectively.

B. TASK 5 OBSTACLE HEAT TRANSFER MODEL.

Section II shows that the objective of Task 5 is to
determine how an object with a high thermal mass affects the
control time of a pool fire. The large thermal mass object,
placed in the center of the pool, was in the form of a circular
metal arc that had a radius of 4 feet (Figure 7). The metal
object, with large thermal conductivity, can quickly transfer
energy from areas of high-tempercturo to low- temperature. The
thickness of the plate, and the thermal conductivity determine
how quickly the energy is transferred for a given temperature
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differential. In the case of a metal plate in a fire, the steel

plate absorbs a certain amount of thermal energy from the fire

and, the temperature of the plate increases. Due to a large

thermal conductivity, the center of the plate is also heated to a

high temperature. During fire suppression, the surface of the

plate is quickly cooled by a direct application of foam. After

the fire is suppressed, the surface temperature of the plate will

rapidily increase as energy is transferred to the surface from

the center of the plate. The main concern of Task 5 was that

this surface temperature exceed the autoignition temperature of

the fuel to investigate whether reignition of the fuel would
occur.

To estimate that the object obtained a temperature above the

autoignition temperature of JP-4, a computer model was developed
to determine the amount of time needed for the center of ari
object of a given thickness tb reach a specified temperature.

The boeas of this model was a one-dimensional heat transfer
equation with appropriate boundary equations. The coupled
equations were then solved numerically. The equation is
represented by

q - k * A dT / dx

where q - Heat riux
k conduction Coefficient
A - Unit Area
dT - Delta Temperature
dy - Delta Thickness

Due to the symmetry of the problem, the model spacified an
insulated flat plate of half the desired thickness, with
negligible edge effects. The initial temperature of the plate
was 5 assumed to be 70 degrees Fahrenhbel while the total heat
flux at the surface was assumed to be 30,000 Btu /ft 2 -hr.
Various numerical simulations were performed, using the computer
program developed specifically for this problem. A major.
uncertainty associated with the application of the model, is the
cooling associated with direct application of the foam on the
metal surface. To account for this uncertainty in applying the
computer results to the experimental design, a multiplicative
factor was applied to the estin,ated heating time to help achieve
surface temperatures after cooling and reheating above the
autoignition temperature.

Figure 11 is a result of one simulation, in which it was
assumed that the average flame temperature at the surface of the
heated object was 1500 degrees Fahrenheit. This figure shows the

time needed to heat the center temperature of the abject to 1500
degrees Fahrenheit, based on the thickness of the object.
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C. TASK 6 EXPANDING POOL MODEL

In Task 6 the applicability of the theoretical suppression

model to two and three dimensional fires was studied (See Section

II). In Task 6A, a two-dimensional pool fire is defined as a

burning pool that has a continous fuel source and is exparding

radially. In Task 6B a three-dimensional pool fire is defined as

burning fuel that first moves down a romp then forms an expanding

burning pool at the base of the romp (See Section IV). In Task

6A and 6B, these expanding pools will reach an equilibrium where

the fuel consumed is equal to the fuel flow rate. When this

equilibrium is reached, the pool will stop expanding. It was

neccessary to know this equilibrium pool area for a given fuel

flow rate before actual testing began to choose an appropriate

size fire pit and find a way to express the firo area used to

predict control time. This was accomplished by developing a

computer model for a simple gravity-spread fluids model, as well.

as a simple mass conservation determination between the fuel flow

rate and the burn rate. The results of this prediction model can

be seen in Figure 12 where it can be seen that a 30 foot diameter

pit was sufficient for our purposes.

The gravity spread model assumed that flow is in the radial

airection, and is summarized by

Q - rho * V *dA dt-Mb *dA*dT

where 0 = Mass Flow of Fuel
dA = Delta Area - dR * dH
dR - Delta Radius

dH - Delta Liquid Height
dt = Delta Time
V 2 * g 0 dH )1/2

rho - density of fuel
g - gravitational constant

Mb - Mass Burn Rate / Unit Area.

The mass balance model assumed that

Mb - Mf

where Mf - Mass Flow of the Fluid onto a surface.
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SECTION VI

DATA ANALYSIS

This section reviews the manner in which control times were

determined from the radiometer data and the statistical methods

that were used in model development.

A. DETERMINATION OF CONTROL TIME FROM RADIOMETER DATA

Control times were obtained from the radiometer readings.

The criterion for control time was the time at which the heat

flux, as measured by the radiometers, reached 10 percent of the

maximum steady-state value. Techniques were needed to determine

the time at which the heat flux reached 10 percent of the maximum
value and average the data so that one representative control

time would be determined from the four individual radiometers.

1. Determination of 10 Percent Value of Heat Flux

Control time, for this series of eaneriments, was

defined to be the time at which the radiant flux of the fire
reached 10 percent of the maximum steady-state value, as measured

by the radiometers. Because of the transient nature of the fires,

this was not a straight-forward task. Figure 2 presents a time
history of the heat flux of a fire. Many random spikes resulting

from the flickering flame. This complicates the tusk of
establishing a steady-state maximum heat flux and determining the
time at which the flux is 10 percent of that value.

The maximum steady-state heat flux ,was determined by

overaging all the points 5se .con.ds beafou.re.. "s uppr-esiob beg'- -.

This seemed to be appropriate since the fluxes had already

settled to a steady state. Averaging the data eliminated the

spikes that occurred. To select the 10 percent value, a more
sophisticated method was used. A curve was regressed between the
point at which suppression was initiated and the time at which

the heat flux reached a level below 10 percent of the maximum
heat flux. The curve was regressed as a fifth-order equation
with time as the dependent variable and radiometer flux as the
independent variable. The control time was then calculated by

using the equation of the rnewly regressed curve and the 10
percent value. This method essentially averaged the curve
between suppression initiation and the 10 percent value while
providing an analytical means of calculating the control time
from the 10 percent value.
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2. Control Time Selection

Once a control time has been determined for each

radiometer, a procedure was needed to eliminate faulty radiometer

readings and to obtain one representative control time from the

remaining control times.

Great care was taken so that each radiometer would be

spaced apart so that flux readings would be representative of

their location and independent of the other radiometer readings.

This was done to obtain an unbiased view of the fire, However,

occasionally a radiometer's field of view may have been blocked

by a stream of foam, or the steam resulting from the foam being

sprayed on the fire. This would result in an artificially low

flux reading. If a radiometer hod been in the flame this would

have resulted in a flux reading that was unreasonably high. To

eliminate faulty radiometer readings, a 95-percent confidence

interval was calculated to accept or reject each radiometer

control time. A confidence interval is a statistical method of

determining whether a data point belongs to a related data set.

A 95 percent confidence interval suggests that there is a 95

percent probability that the data contained within the interval
belongs to a related data set. For a small sample, the 95

percent confidence interval is bounded by the values

x - t 0 . 9 7 5 S/(N - 1)1/2 and x + t 0 .975 S/(N - 1)1/2

where x = the mean of the sample
t0.975 - The 97.5 percentile of the t statistic with

N - 1 degrees of freedom.

N - the size of the sample
S - ((1/N)(Xi - X)2)1/2

Once the interval was constructed, each control time of
"a teat S +teed to determine whether it was within the

interval. The control times not within the interval were

rejected and all values within the interval were averaged to form

on• control time for a particular test.
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B. STATISTICAL ANALYSIS

The method of analysis used on the Phase II data vets

consisted of fitting data sets to the Phase I model using a

multiple linear regression technique. A sweep algorithm was used

to compute the-least squares estimates B(i) and the associated

regression statistics for the equation

n-1

Yk s Bo+ I BiXik
i-I

The analysis minimizes the residuals of the control time ek

ek = Yk - Yk

where y is the observed value of the depend c variable for case

k and y is the predicted value.

The statistics of primary interest are the sample

correlation coefficient (most often shown as the scuare of the

correlation coefficient) and the standard error of estimate. The

correlation coefficient is given as:

nIxy -IxIy
r = --F -~1/

[nix - ([x J }IW I (xy j3

The coefficient always lies between -1 and +1. If, and only

if, all points lie on the regression line, then r - +1. If r +

0, the regression does not explain anything about the variation

of y, and the regression line is horizontal. If the r squared

value is found to be 0.80, then the regression of y on the

independent variable accounts for 80 percent of the variance of

y.

The scatter in the vertical (y) direction of the observed

points about the regression plane is measured by tho standard
error of estimate (SE):

SE I n1/2
(n-k-



If the standard error is based on a sufficiently large
sample, it is a good estimation of the scatter of tne population

about the true or population regression plane. If the deviations

from the plane are normally distributed, about 95 percent of the

points in a large sample will lie within +2 SE of the plane
(measbred in the y direction). If the deviations are
approximately normally distributed, about 68 percent of the

observed values should lie within the SE of the plane.
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SECTION VII

DATA PRESENTATION

In this section the data for all tasks is presented in raw
form and the relation between control time and foam application
rate for different pool areas Is investigated. The relation
between burn rate and pool area is also explored. In addition,
three different factors and their effects on control time ore
investigated; the effects of windspeed, the effects of the
expansion ratio of the foam, and the effects of one-person vs
two-person attacks.

A. EFFECT OF POOL AREA ON BURN RATE

Figure 13 is a plot of burn rate in lbs/sec vs pool area for
three different pool areas. The relation is linear implying that
the burn rate in units of lbs/ft 2 -sec is constant. The burn rate
is approximately equal to 0.0175 lbs/ft 2 -sec.

B. CONTROL TIME VERSUS APPLICATION RATE

Figures 14 - 20 are plots of control time vs application
rate for each task. For Task 6B fires, the criterion for control
was redefined as the time it takes for the heat flux to reach 25
percent of the maximum steady-state flux instead of the 10
percent value used for all other tests. This was done because no
Task 6B fires were controlled using the 10 percent control time
criteria.

The plots of the tasks all exhibit the same pattern of
exponential decay. There are two threshold application rates
present in each task beyond which foam application rates do not
influenco control times. There is a minimum application rate
hn lnw which it takes a disproportionatelv lona time to control

certain fires and there is a maximum application rate above which.
there is not a decrease in the control time due to additional
foam application.

In Figure 14, representing Task 1 fires, there is a

noticeable trend upwards In control times for foam application
rates below 0.025 gal/ft 2 -min for the Task 1 fires. This
suggests that for application rates below 0.025 gal/ft 2 -min
control of the Task 1 fires takes a longer time or is not
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possible. This minimum app-ication rate appears to increGse with

the complexity of the fire. In Figure 16 representing the Task 3

annulus fires, the minimum application rate appears to be at 0.05

gal/ft 2 -min. In Figure 17 representing the Task 4 and 5 barrier

fires, the minimum application rate is approximately 0.06

gal/ft 2 -min. In Figure 18 the minimum application rate for the

Task 6A two-dimensional fires is 0.10 gal/ft 2 --min. It is also

for certain application rates below 0.10 gal/ft 2 -min, control of

the fire was not possible in Task 6A.

Conversely, there appears to be a maximum application rate

beyond which the control time remains constant. This implies

that for any application rate beyond this maximum, the additional

foam is wasted since it does not decrease control time. The most

obvious examples of this are in Figures 15, 17, 18, and 19. This

maximum application rate does not appear to change with the

complexity of the fires. It appears to be at approximately 0.15

gal/ft 2 -min for all the tasks.

There is, thus, a bounded interval for which there exists a

relation between foam application rate and control time.

Application rates below the minimum bound result in control times

unpredictably high, while application rates above the maximum

bound do not decrease control times.

Figure 20 is a plot of control. times vs application rate for

various areas for the simple pool fires of Tasks 1, 2, 3, and 7.

There does not seem to be an effect of area on control time for

these tasis.

C. EFFECT OF WINDSPEED ON CONTROL TIME

Most of the testing took place at relatively low windspeeds

(less than 15 mi/hr). For the few tests that occurred at
windspeeds above 15 mi/hr, there were noticeable difficulties in

applying the foam. The wind would bend the foam stream and carry

the foam further in the air. Thus, some of the foam intended for

a specific target would be sprayed elsewhere due to the wind.

There were no noticeable wind effects for wind speeds less than

15 mi/hr. Figure 21 is a graph of normalized control time vs

windspoed. There does not seem to be a corresponding increase i n
control time as windspeed increases. Therefore, for windspeeds
less than 15 mi/hr there are no effects of wind on control times.
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D. EFFECT OF FOAM EXPANSION RATIO ON CONTROL TIME

AFFF expansion ratios were measured to determine whether

they hod an effect on control time. Figure 22 is a plot of

normalizod foam expansion ratio vs control time for the various

nozzles used in Tasks 1, 2, and 7. The foam expansion ratios

were normalized by dividing them by the foam flow rates that were

used for each test and were expressed in units of

milliliters/gram-gpm (ml/gram-gpm). This was done to resolve the

effects of the foam expansion from the effects of foam

application rate. As shown in Figure 22, there is no clear

relation between the foam expansion ratio and control time. It

con be concluded that for this set of experiments, foam expansion

ratio did not have an effect on control time.

E. EFFECT OF TWO-POINT ATTACKS ON CONTROL TIMES

In Task 2, the effect of two-person attacks vs one-person

attacks was investigated. Pool areas and application rates were

held constant and for these tests. Figure 15 is a plot of

control time vs application rate for one- and two-person attacks.

The diamonds and X 's represent two-person attacks for 300- and

600-ft 2  fires while the squares and triangles represent one-

p r on cttacks for tho 300- and 600-Ft 2 fires. There does not

seem to be a difference in control time resulting from the

addition of the extra firefighter.
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SECTION VIII

MODEL RESULTS

Data from all tasks was regressed against the Phase 1 model.
For the more complex fires of Tasks 3, 4, 5, and 6A, additional
terms were developed to account for the variations in the foam
flow necessary to cover' the area of a particular fire
configuration. The basic assumption maintained in the
development of these models is that the control time is directly
related to the time it takes for the foam to completely cover the
fire pool area. The end result was the development of one
comprehensive model capable of predicting control times for all
the different fire configurations studied in this program except
three-dimensional fires. Table 10 summarizes the different
models that were developed and the results that were obtained.

A. TASK 1 RESULTS

Task 1 consisted of 100 ft 2 pool fires with foam application
rate as the only variable. The Task 1 test data were regressed
against the F-hose 1 model equotion:

T - , * A2 / 7 / F4/7

The empirical coefficient was equal to C-0.6777. The Sample
Correlation Coefficient had a value of r 2 - 0.946, denoting a
strong relationship between the theoretical model and the
physical data. The Standard Error of Estimate was 3.39 seconds.

B. 1 TASK 2 RESULTS

Task 2 consisted of pool fires of different pool areas but
with the same foam application rates as Task 1. The data were
ran...aeM agains •n4 - pace , ,• ,,

T a C A2 / 7 / F 4 /7

and the value of the emp.i.rical coefficient was C-0.6458. The
Sample Correlution Coefficient was found to be r 2 ,, 0.954 and
the Standard Error of Estimate was 4.60 seconds.
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TABLE 10. SUMMARY OF MODEL EQUATIONS AND THEIR REGRESSION RESULTS

Task # Model Equation C r 2  Standard Error

* W -. .* *r.- -flw itauns aS -... mm... S-fn. ..... Wmwsnfma ......

1 T - C * A2 / 7 / 94/7 0.6777 0.946 5.39 s&c

2 T - C * A2 / 7 / B4/7 0.6458 0.954 4.60 sec

5 T - C * A2 / 7 / B4 / 7  0.8239 0.958 4.02 sec

4 T - C A2 / 7 / B4/ 7  1.4049 0.920 8.72 sec

5 T - C * A2 / 7 / B4 / 7  1.8652 0.979 4.69 sec

6A T - C * A2 / 7 / B4/7 1.6570 0.954 4.48 sec

6B T - C * A2 / 7 / B4 / 7  2.8080 0.917 5.45 sec
--------------------------------------------------.------------

1,2,7 T - C * A2 / 7 / B4/7 0.6677 0.948 4.26 sec
----------------------------------------------------------------

3 T-O.66S[A2 / 7 / B4/ 7 ]* 0.6593 0.945 4.19 sec

[d/D]O. 1429
------ --------.---------------------------------------

-^ev-mrA2/7 s ok4/71. .06 0.2
-v 'L -, - j.2 .4S sec

[d!/D]0. 4 1 38

----------------------------------------------------------------
6A T-O.66'[A2 / 7 / B4/7]* 0.6579 0.954 4.48 sec

CFIFe]6.6534

-----------------------------------------------------------------
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C. RESULTS OF COMBINED TASK 1, 2, AND 7 DATA

Since the test configurations for Tasks 1, 2, and 7 were
identical except for the variance of areas and foam flow rates,
the test data from these three tasks were combined and regressed
against the basic modeling equation:

T - C * A2 / 7 / F4/7

The empirical coefficient had a value of C-0.6677 while the
Sample Correlation Coefficient was r 2 - 0.948 and the Stafndard
Error of Estimate was 4.26 seconds.

A comparison with the regression results of Phase 1 for this

fire configuration indicate that this study was successful In
refining the model and i'educing the scatter prevalent in Phase 1.
In Phase 1, the empirical coefficient had a value of C-0.64, the
Correlation Coefficient was 0.774, and the Standard Error was
16.95.

D. TASK 3 RESULTS

As detailed in Section IV, Task 3 involved pool fires with
simulated aircraft parts. The simulated parts were in the
configuration of an annulus which consisted of a concentric ring
within the outer retaining ring. Outer and inner ring size
varied so as to vary the outer area to inner area ratio. The
Foam Application Rate was held constant relative to these varying
area ratios. The simulated parts did not have suppression
blocking or thermal mass characteristics.

When Task 3 data was regressed against the basic modeling
equation

T - C * A2 / 7 / F4/ 7

the empirical coefficient was C-0.8239. The Sample Correlotion
Coefficient was r 2 - 0.958 while the Standard Error of Estimote
was 4.02 seconds. The in'2rease in the empirical coefficient from
0.66 (Tasks 1 and 2) tn 0.8239 (Task 3) indicates that the fires
from Task 5 took approximately 25 percent longer to control than
the fires from Tasks 1 and 2.

1. Task 3 Foam Flow Modal Results

This type of fire takes longer to control than a
simple pool fire because thQ foum has to flow around the annulus
rather than straight across the pool as in the simple pool fire
model. The differenice in control timec should, therefore, be
reflected in the differonce in the distances for the two foam
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flow paths. Figure 23 shows the foam's flow around the annulus,

rhe distance that the foamt must travel. around the annulus is!

d - pi * ((r2 - rl)/2 + ri)

while D Is the distance the foam would travel for a simple pool

tire. The basic modeling equation was modified to

T a 0 A2/ 7 / r'1/7 3 * dD012

where t~he ev'passnt 0.142,, was determined by force-fitting the

data to 1Y.e following equation:

T - 0.66 - [A217 f /7 -A17 (d/o)Y

When the data from Task 3 were regressed against the
modified model, the empirical coefficient was found to be
C-O. 65QA. Tite Sample Gorrelatton Coeffi-cient waz r 2 - 0.9514 and
the Standard Err-or of Estimate was 4.19 seconds. These results
indicate a strong relationship betweent the modit'lod model and the
Tack 3 data.

E. TASK< 4 RESULTS

A*e detailed in Section 11, the objectives of Task 4 included
finding the relotiurtship between Control Time, Foam Application
Rate and Pool Area in the presence of simulated aircraft parts.
Iao this Toch, the simulated parts took trio form of semicircular
barriers of varying radius (2.18 - 6.91 foot). The barriers were
31 feat high vinc could block suppress~ion efforts in certain
rgiono of the pool. The barriers did not have any appreciable

thorma] mass.

When Yank 4 data wore regressed aguinst the i~asic modeling
equa-tion

T r. * A2/7/ Fr4 /7

thle empirical coofficient ftaod a value of C-1.40493. The Sample
Correlation Coofti-~rci.1ent- was r42 - 0.920 while trio Stanoard Error
of ESVýtOnt VAIs 8.72 sew-ýnds. The value olf the empirical
coeflicient, C- 1 .40413, Andic-oteu thut this type of f ire takes
approxlimately twice Oio Xong to suppress at: a basic pool fire with
no obstacles.
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F. TASK 5 RESULTS

As shown in Section II, the objective of Task 5 was to find
the relationship between Control Time, Foam Application Rote,
Pool Area and Preburn Time in the presence of simulated aircraft
parts with suppression blocking and thermal mass charucteristics.
The simulated parts, identical with the simulated ports from Task
4, consisted of semicircular barriers that were 5 feet high and
haa a radius of 3.99 feet.

When the data from Task 5 were regressed against the basic
modeling equation

T - C * A2 / 7 / F 4 / 7

the empirical coefficient was found to be C-1.8652. The Sample
Correlation Coefficient was r 2 " 0.979 while the Standard Error
of Estimate was 4.69 seconds. The value of the empirical
constant dictateb that this type of firo takes approximately
three times longer to suppress than a pool fire with no
obstacles. From the videotapes it appears that these fires took
longer to control than the Task 4, fires for two reasons: (1) in
an effort to cool the barrier, it appcored that the firofIghters
spent more time in trying to spruy foam on the barrier, rother
than around, it, than they did in Task 4; and, (2) there
appeared to be a great deal more vaporizotion occurring as the
foam hit the barrier than in Task 4. This would be caused by the
greater cmourit of' thermal energy utorec in the Task 5 barriers.
It is questionable, whether the Task 5 fires would have taken
longer to control if they had used the saneo technique as in Tas;k
4.,

i. AFFF Effectiveness in Proventing Reignition

As detailed In Section IV, thermocouples wero
placeil in the barrier so that its temperature could bU mooito,"er'
during fire suppression efforts and after thri fire, hnd been
extinguished, Because of different preburn tines for acnt) tv.t,
the maximum temperature of the barrier vor'ied from test to test
but was always several hundred degress obove the fu)l
cAutoignition temperature before suppression began, In a..l cot;es,
the direct application of foam on the barrier cool.eid the torrter
surfaco temperature to below the autoignitioan t,-rmporature of JP--4
Aviation Fuel. However, in two cases, the Zur'fctCe tOeipe..,r'r1;uf'e
incrcvaed after original suppression to valuos obovo the tuel
autoignition temperature. In those tests, the AFFI' s•uccessfully
prevented reignition of the fuel, Tablo 11 sumimari;,es the
maximum temperatures reached at the dalfferent thermot:ouple
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locations after suppression. Figure 24 is a time history of the
lower barrier surface temperatures of Test 5.2. In Test 5.2,

the surface temperature of the barrier at fuel level reached 460

degreos Centigrade, nearly twice the autoignition temperature of
JP-4. AFFF appears to be very effective in preventing fuel
reignition.
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TABLE 11. MAXIMUM TEMPERATURE AT EACH LOCATION FOLLOWING SUPPRESSION.

TEST 5.2
LOCATION 1 2 3 4 5 6

TEMPERATURE (C) 590 853 676 415 630 460

TEST 5.3

LOCATION 1 2 3 4 5 6

TEMPERATURE (C) 365 212 161 144 91 115

TEST 5.4

LOCATION 1 2 3 4 5 6

TEMPERATURE (C) 440 254 171 200 110 152

TEST 5.5

LOCATION 1 2 3 4 5 6

TEMPERATURE (C) 515 436 300 225 126 167

TEST 5.6

LOCATION 1 2 3 4 5 6

TEMPERATURE (C) 545 347 217 277 145 177

TEST 5.8
LOCATION 1 2 3 4 5 6

TEMPERATURE (C) 367 310 305 113 102 103

LOCATION 1 - Upper surface facing firefighters.

LOCATION 2 - Upper surface, imbedded in the center of the plate.

LOCATION 3 - Upper surface facing away from firefighters.

LOCATION 4 - Lower surface facing fIref ighte.-s.

LOCATION 5 - Lower surface, imbedded in the center of the plate.

LOCATION 6 - Lower surface facing mavoy from firefighters.

AUTO-IGNITION TEMPERATURE (JP-4) 246 C
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2. Task 4 and 5 Foam Flow Model Results

Because the geometric parameters of Task 4 and

Task 5 testing are identical, the data from these two Tasks were

combined and regressed against a modified equation that

accounted for the different foam flow paths. As in Task 3, a term

was derived to describe the foam's flow around the obstacle.

Figure 25 is a diagram of the foam's flow around the barrier.

The distance the foam must travel around the barrier is

d - 5/2 * 'r2 - rl) + pi* ((r2 - rl)/2 + rl) + rl.

The Tosk 4 and 5 data were then force-fit to the

following equation:

T = 0.66 - [A2 / 7 / F4 / 7 , - [d/D]Y

where d is the distance the foam must flow around the barrier and

D is the diameter of the pool. The exponent, y, was found to be
0.4158. The data was then regressed against the following

equation

T - C * CA2 / 7 / F4 /7] * Cd/D]0. 4 13 8 .

For this model C-0.6606. while the Sample Correlation Coefficient

was r 2  
- 0.922 and the Standard Error of Estimate was 8.48

seconds.
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Figure 25. Tosk 4 and Task 5 Foam Flow Modle
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a. TASK GA OBJECTIVE

The objective of Task 6A was to determine if the basic

modeling equation was applicable to a two dimensional fire. As
detailed In Section 11, the relationship between Control Time,
Foam Application Rate, and Pool Area for a continuously fueled
expanding pool fire was sought. The steady-state pool area, A.

was determined through a liquid spill model described in Section

IV. After . regressing the data from Task 6A against the basic
modeling equation:

T - C * A2 1 7 / F4 / 7

the empirical constant was C-1.657. The Sample Correlation
Coefficient was r 2 - 0.954 and the Standard Error of Estimate was
4.48 seconds. The value o' the empirical constant dictates that
this type of fire takes approximately 2.5 times longer to
suppress than the basic one-dimensional pool fire.

1. Task 6A Foam Flow Model Results

One problem encountered in modelling the foam
spread in a continuous source fire is that the fuel flows
outw.-ds from the center of the pool and opposes the inward flow
of the foam. The gravity spread model described In Section IV
was modified to account for the flow of foam on fuel and the
opposition of these flows. To approximate foam flow from one
edge of the pool to the other, the pool area was assumed to be in
the shape of a circle sector with the radius of the sect-ir equal
to the diameter of the pool fire area. A diagram of the
equivalent sector is shown in Figure 26.

For a circle sector the gravity spread model for"
foam on fuel with opposing fuel flow becomes:

Fm - rho * V * dA *dT - Mf * dA dT

where Fm - mass flow of foam
rho - density of foam
V - velocity of foam - ( 2 * g dH)2
dH - height of foam
g - gravitational constant
Mf - mass flow of fuel
dA u Theta * r2
Theta - angle of sector - pi/2
dT - delta time.
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This equation was solved numerically witth and an effective, foam
flow rate was calculated for the time it took for the foam to

cover the pool area. Appendix A presents a graph (Figures A-i)
that shows effective foam flow rates calculated for different
areas and foam flow rates.

The Task GA test data were then regressed against

a modified model. This model has the form

T - C * [A 2 /7 / F 4 /7] * [F/Fe]6" 6 3 3 4

where Fe was the effective Foam Application Rate for a standing

pool fire as calculated above and 0 was the actual Foam

Application Rate used in the test. The empirical coefficient had
a value of C-0.6539. The Sample Correlation Coefficient was r 2 =

0.939 and the Standard Error of Estimate was .00 seconds.

H. TASK 6B RESULTS

As discussed in the Section I1, the objective of Task 6B was
to investigate the applicability of the basic model when applied
to a three dimensional model. In Task 68, fuel from a continous
source was allowed to run down on inclined plane (simulated
aircraft wing) and form an expanding pool fire at its base. The
10 percent criteria used to determine Control Time in previous

tasks could not be used because none of the Task 6B fires were
controlled to the 10 percent level. Instead of the 10 percent of
maximum steady-state radiometer output used previously, a value
of 25 percent was used for the Task 66 fires. The pool areas of
the Task 6B fires were calculated with the fuel spill model used
for Task GA. When Task 6B data were regeesed against the basic

modeling equation
T - C * A2 / 7 / F4 / 7

the empirical coefficient was found to be C-2-808. The Sample
Correlation Coefficient was r 2 - 0.917 while the Standard Error
of Estimate was 5.45 seconds. This type of fi.re takeG
approximately 4.5 times longer to control than the simple pool
fire.

Because of the gravity potential of the fuel flowing
downwards and the incline of the romp, it wus impossible for the
foam to completely cover the fuel on the ramp. This may explain
why the fires could not be controlled to within the 10 percent
criteria. This particular configuration cannot be modelled with
the assumption that control tim( is determined by the time it
takes for the foam to completely cover the pool area. For this
reason no attempts were made to further modify the basic model
for the Task 68 fires.
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I. COMPREHENSIVE MODEL

The objective in deriving all the modified flow models was
to obtain one comprehensive model, capable of being used for all
the fire configurations, except three-dimensional, encountered in
this program. A model of this type would greatly simplify the
task of choosing a particular model for a particular fire
configuration. This model, formulated by combining ull the
models developed previously, has the form

T - 0.66 * (A 2 / 7 / F 4 /7) * (d/D)0. 4 1 3 8 * (F/Fe) 6 . 6 3 3 9

where d - the distance the foam has to travel to completely
cover the pool area with tile presence of an
obstacle.

D - the diameter of the pool area
Fe - the effective foam flow rate which takes into

account the opposing flow of fLuel in a two-

Cimensional fire.

The extension (d/D) and (Fo/F) terms are extra terms to describe
obstacle fires and two-dimensional 'ires. For a fire without
obstacles, d becomes D and the additional term becomes one, For
non-twa-d imureuitjiul f-r] i , C-CG bFois ' aind ths term b(,t11Gz
one. The model can, thus, be used for simple pool fires, obstricla
fires and two--dimensional firus.

The (d/D) 0 .1 4 2 9  term of Ta;k .3 was om.-tted since the
(d/D) 0 , 4 1 3 8  term can be consorvatively used fo;- Took 3 fir,'U.
Ti is way only one term can ba Li'ed to describe all obstocle
fires. For two-diminsionul fires, toe area can be determined
through the gSaph in Figure 12 of Section V. there are plots
of Fe va F for different areas 4-ontained in Appendix A to
facilitate use of tile moWel.

Figure 27 is a plot of estimouted vs actual control time of
Task 1, 2, 3, 4, 5, 6A, ond 7 datu for this mudel.
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SECTION IX

CONCLUSIONS AND RECOMMENDATIONS

A. CONCLUSIONS

A statistical analysit of the dato collected in this

research program combined with the theoretical models which

describe the spread of foam on a fuel surface, has shown the

following:

1. It is feasible to correlate AFFF control of aviation

fuel fires with a semitheoretical expresrion of the form

T = C * (A 2 / 7 / F4/ 7 )

where C vories with the fire configuration. C increases with the

complexity of the fire configuration. For simple pool fires, the

results from this study are similar to the Phase 1 results except

that the standard error of the Phase 2 model is substantially

lower.

2. A comprehensive model that can be used for simple pool
fires: obstacle fires, and two-dimensional fires was developed:

T - 0,66 " (A 2 / 7 / F4/ 7 ) f (d/D) 0 "41%8 
' (FeJF) 0 . 8 2 4 2

where d t- e distance the foam has to travel to
completely cover the pool area with the
presence of an obstacle

D the diameter of the pool area

Fe an effective foam flow rate which taker into
naccont 4-he nopnninn flow of fuel in a two-

dimensional fire

3. The predictive models are limited. They appear to be

only effective for windspeeds loss than 15 mi/hr. At windspeeds
greater than 15 mi/hr, there are problems in properly applying
foam to the fire. In addition, there appears to be a lower bound

at which foam flow rates below this bound do not affect control
time. This bound is approximately 0.10 gol/ft 2 -min for
two-dimensional fires and 0.05 gal/ft 2 -min for all the
other types of fires studied in this program (except three-
dimensional).
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use of AFFF flew rateo greater than 0.15 gal/ft 2 -min
con be vonsidered excesvive. Thic was found to be true for all
fires except three-dimensional fires.

5. AFFF 3.a effective in containing fuel vapor such that
r*-Ignition does not occur, when a heated object is present in the
fire. In one test, the surface tumperature of the object was
nearly twic3 as high as the fuel autoignition temperature and
reignition did not occur.

8. It is questionable whether AFFF is an effective method
fozr extinguishing three-dimensional fires. None of the three-
dimenaionil fires In this study were controlled to within 10
percent of the maximum heat flux.

B. RECOMMENDATIONS

The model appears to be conclusive for simple pool fires.
The results of this study compare favorably with those of Phase
1. For obstacle fires, more research is required to study the
effects of various obstacle types on foam flow and verify whether
the obstacle model developed in Phase 2 is consistent for these
objects.

"- "at & 4p --- 4 to mode AFFF .n of
%I %am-w ý . - , -.. . . . re- ~ 1-9

two-dimonsional models. A promising model was developed for
the two-dinensional configuration, but there is not enough data
to fully evaluate it. A larger data base is needed for the model
to be conclusive. As for three-dimensional fires, it Is possible
that control may be attained with on overwhelming amount of foam
with respect to the fire. The results of this study indicate
that It may be questionable whether a two-dimensional agent such
as AFFF is appropriate for a three-dimensional fire. More
research Is needed to deteimine whether AFFF is a viable agent in
controlling three-dimensional fires.

(The Reverse Of This Page Is Blank)
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APPENDIX A

EQUIVALENT FOAM FLOW RATFS

FOR TWO-DIMENSIONAL FIRES
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Figure A-i. Equivalent Foam Flow vs Actual Foam Flow
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